A novel hybrid-fuzzy logic based UVC technique for solar-PV/grid integrated water-pumping system

Pidatala Prabhakara Sharma, Lingineni Shanmukha Rao, Moparthy Ranjith Kumar, Malineni Vidurasri
Department of Electrical and Electronics Engineering, Kallam Haranadhareddy Institute of Technology, Guntur, India

ABSTRACT

The continual depletion of fossil fuels and increased green-house emissions are persuading the consumers to install micro-renewable energy sources-based water pumping system. Among numerous energy sources, the solar-PV plays a significant role in water pumping application due to its virtuous, environment friendly, noise-free and abundant nature, so on. Along with solar-PV, the grid integrated system enables the continuous operation of water pumping system during varying temperature and irradiance conditions, and also delivers available solar-PV energy to grid during non-functional of pumping system. The above operations are carried by using bidirectional inverter which is controlled by using unit-vector control (UVC) technique. It consists of proportional-integral controller, which is not suited for regulation of DC-link voltage at desired level because of improper selection of gain values. In this work, an intelligent hybrid-fuzzy logic based UVC technique evidences the intelligent knowledge base for better regulation of DC-link voltage and power-flow of bidirectional inverter. The performance and operation of proposed hybrid-fuzzy logic control UVC technique for solar-PV/Grid integrated water-pumping system is evaluated under various operating cases by using MATLAB/Simulink tool; simulated results are conferred with superlative comparisons.

This is an open access article under the CC BY-SA license.

Corresponding Author:
Lingineni Shanmukha Rao
Department of Electrical and Electronics Engineering, Kallam Haranadhareddy Institute of Technology
Guntur, Andhra Pradesh, India
Email: lsrlingineni@gmail.com

1. INTRODUCTION

Water resources are essential in daily human life for survival in a variety of applications. Approximately 85% of pure water reserves are utilized for drinking, irrigation, the farming industry, and other purposes. Because of increased food demand and population growth, the proportion of water used will fluctuate in the future. As a result, there is an urgent need to come up with novel approaches based on modern technology to facilitate the sustainable use of water resources [1]. The source of electricity used to lift water from rivers ponds, and canals is a critical issue in several developing nations. Traditional pumping systems uses diesel, which increase fuel costs, CO₂ emissions, environmental damage, and efficiency, among other things [2]–[6]. Generally, standalone pumping systems need an electric motor for lifting water from rivers lakes, or waterways and preserving it in a storage tank for later usage. The electrical motor is the most essential component in the pumping system [7]. In recent years, the permanent-magnet brushless DC motor (PMBLDC) has provided significant merits over AC or DC motors, including high efficiency, low maintenance, more power density, long life, reduced electromagnetic interference (EMI) loss, and so on [8]–[12]. The standalone solar PV system suffers significantly and fails to operate at its maximum rating when temperatures, irradiance levels, and climatic conditions may vary. The obtainable solar-PV energy is
utilized for powering the PMBLDC motor via a DC-DC boost converter that is controlled by incremental-conductance maximum-power point tracking (INC-MPPT) which makes the PMBLDC motor to be self-start drive. Furthermore, during the nighttime or when it is cloudy, the pumping system is under-utilized and is temporarily shut down or closed. The disadvantages of a standalone pumping system are minimized by using the battery energy, which is widely recognized as a backup option when unavailability of solar-PV system to create an efficient pumping system. However, it has inadequate transfer ability; it is costly, has a short life, and has a high-temperature sensibility when using battery energy as a backup solution [13]–[18].

On the other hand, a utility grid is used as backup energy in a solar-PV-operated PMBLDC motor-fed pumping system. This grid will supply the energy to PMBLDC motor, resulting in an uninterruptible pumping system and also delivering the full-capacity of water irrespective of operating conditions like cloudy or night conditions. The primary goal of this work is to establish a solar-PV/grid interface PMBLDC fed pumping system. When the solar-PV energy is available (constant or full radiation), no grid energy is utilized, and the solar PV will continually generate energy for running the pumping system. When pumping system is not in operational; but the solar-PV is in running condition, the generated power is distributed directly to utility-grid which is defined as power-supplied or generated mode. It gives extra income source to consumers, farmers by delivering available solar-power into utility-grid [19], [20].

Figure 1 shows the solar-PV/utility-grid integrated pumping system. It utilizes the bi-directional voltage-source converter (BVSC) for regulating the bi-directional power-flow by using unit-vector control (UVC) technique is proposed in [21]–[25]. This UVC technique regulates the power-flow along with maintaining DC-link voltage as constant by utilizes the proportional-integral (PI-UVC) control scheme. This traditional PI-UVC technique is not suitable for both bi-directional power-flow and regulating DC-link voltage at the desired level due to incorrect gain value selection. In this work, an intelligent hybrid-fuzzy logic (HFL) DC-link control of UVC technique evidences the intelligent knowledge base for better regulation of bi-directional power-flow and DC-link voltage. The performance and operation of proposed HFL-UVC control technique for solar-PV/grid integrated pumping system is evaluated under various operating cases by using MATLAB/Simulink tool; simulated results are conferred with superlative comparisons.

2. PROPOSED CONCEPT

The performance of proposed HFL-UVC technique controlled solar-PV/grid integrated PMBLDC driven pumping system has been analyzed in various operating conditions. In involves, i) only solar-PV is feeding the PMBLDC motor drive, ii) only grid is feeding the PMBLDC motor drive, iii) non-functional of pumping system, iv) dynamic transition applied between utility-grid to solar-PV feeding the PMBLDC motor drive, and v) dynamic transition applied between solar-PV to both grid/solar-PV feeding the PMBLDC motor drive as power sharing mode, respectively. In includes, solar-PV/grid energized PMBLDC motor driven
A novel hybrid fuzzy logic based UVC technique for solar-PV/grid ... (Pidatala Prabhakara Sharma)
\[
I_{sh}(t) = \left| \frac{u_{dc}(t)}{u_{pc}} \right| 
\]

(5)

\[
I_{sa,ref}(t) = I_{sa,err}(t) \times I_{sh}(t) 
\]

(6)

Finally, the reference current is compared with measured actual current for getting feasible switching states to BVSC through hysteresis current controller (HCC). The schematic diagram of proposed HFL-UVC technique controlled solar-PV/Grid integrated PMBLDC drive fed pumping system is depicted in Figure 4. The system parameters and values of proposed scheme are presented in Table 2.

![Figure 3. HFL membership functions](image)

Table 1. HFL-rule-base

<table>
<thead>
<tr>
<th>e (s)</th>
<th>(\Delta e) (s)</th>
</tr>
</thead>
<tbody>
<tr>
<td>NB</td>
<td>NB</td>
</tr>
<tr>
<td>NM</td>
<td>NB</td>
</tr>
<tr>
<td>NS</td>
<td>NB</td>
</tr>
<tr>
<td>ZE</td>
<td>NB</td>
</tr>
<tr>
<td>PS</td>
<td>NM</td>
</tr>
<tr>
<td>PM</td>
<td>NS</td>
</tr>
<tr>
<td>PB</td>
<td>ZE</td>
</tr>
</tbody>
</table>

![Figure 4. Schematic diagram](image)
Table 2. System parameters and values

<table>
<thead>
<tr>
<th>S.No</th>
<th>System specifications</th>
<th>Values</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>Solar-PV</td>
<td>( V_{pv} = 200 ) V, ( I_{pv} = 7.5 ) A, ( P_{pv} = 1.5 ) KW</td>
</tr>
<tr>
<td>2</td>
<td>Grid system</td>
<td>( V_s = 230 ) Vrms, ( F_s = 50 ) Hz</td>
</tr>
<tr>
<td>3</td>
<td>DC-link capacitor</td>
<td>( V_c = 270 ) V, ( C_{dc} = 1010 ) µF</td>
</tr>
<tr>
<td>4</td>
<td>PMBLDC motor</td>
<td>( R_s = 3.58 ) Ω, ( L_s = 9.13 ) mH, ( N_r = 3000 ) rpm, ( V_b = 270 ) V</td>
</tr>
<tr>
<td>5</td>
<td>Switching frequency</td>
<td>( F_s = 5 ) KHz</td>
</tr>
</tbody>
</table>

3. RESULTS & DISCUSSION

3.1. Performance of only solar-PV feeds PMBLDC drive under starting and steady-state condition

Figure 5 shows the simulated results of when only solar-PV feeds PMBLDC drive under starting and steady-state condition. In this case, the solar-PV is only operated at its rated power when constant irradiance of S-1000 W/m². At starting and steady-state condition, the solar-PV produces the PV voltage of 200 V with a PV current of nearly 7.5 A attains the maximum solar-PV power of 1.5 KW as shown in Figure 5(a). Based on, obtained solar-PV power feeds the PMBLDC rotated at its rated speed of 3000 rpm, with stator current of 4.5 A and the trapezoidal back emf of 200 V, respectively as shown in Figure 5(b). During steady-state condition, the electromagnetic torque reaches the load torque with a value of 5 Nm which defines the PMBLDC motor has been self-started.

![Figure 5. Simulation results of only solar-PV feeds PMBLDC drive under starting and steady-state condition](image-url)
3.2. Performance of only single-phase grid feeds PMBLDC drive

Figure 6 shows the simulated results of when only single-phase grid feeds PMBLDC drive under running condition. In this case, the only single-phase grid feeds the PMBLDC motor drive due to nighttime or bad-climatic conditions. The single-phase grid supplies the required energy to energize the PMBLDC drive with a voltage of 230 V, rated current of 10 A and DC voltage is maintained as constant with a value of 270 V is shown in Figure 6(a). Based on, obtained grid power feeding the PMBLDC rotated at rated speed of 3000 rpm, with stator current of 4.5 A and the trapezoidal back emf of 200 V, respectively as shown in Figure 6(b).

![Simulation results of only single-phase grid feeds PMBLDC drive](image)

Figure 6. Simulation results of only single-phase grid feeds PMBLDC drive (a) utility-grid results and (b) PMBLDC drive results

3.3. Performance of solar-PV/grid integrated PMBLDC drive during non-functionality of water-pumping system

Figure 7 shows the performance of solar-PV/grid integrated PMBLDC drive during non-functionality of water-pumping system. In this case, PMBLDC motor fed pumping system is not operated because of storage-tank was full. Then, the obtained solar-PV power is directly feeds the single-phase grid
system and produces the PV peak voltage of 200 V with a PV current of nearly 7.5 A delivers the maximum solar-PV power of 1.5 kW as shown in Figure 7(a). As well as, the single-phase grid receives the obtained solar-PV power with a voltage of 230 V, rated current of 10 A, respectively. The grid current is out-of-phase with grid voltage represents the solar-PV feeding the grid and producing reverse power-flow of BVSC and the DC voltage is maintained as constant of 270 V is shown in Figure 7(b).

![Figure 7](a) Performance of solar-PV/grid integrated PMBLDC drive during non-functionality of water-pumping system (a) solar-PV results and (b) utility-grid results

3.4. Dynamic transition between grid integration to solar-PV feeding PMBLDC motor drive

Figure 8 shows dynamic transition between grid integration to solar-PV feeds the PMBLDC drive. In this case, initially pumping system is operated by single-phase grid because of solar-PV is not operated due to nighttime or cloudy condition before time instant t-0.25 sec. The solar-PV results are depicted in Figure 8(a), it represents the sudden integration of utility-grid supplying energy to pumping system. Moreover, the direction of grid current is in reverse direction within the period of half-cycle and also maintaining DC voltage as constant with a value of 270 V as depicted in Figure 8(b). Afterwards time t-0.25 sec, the available solar-PV power feeds the pumping system and comes to standalone mode is depicted in Figure 8(c).
Figure 8. Results of dynamic transition between the grid integration to solar-PV feeding PMBLDC motor drive (a) solar-PV results, (b) utility-grid results, and (c) PMBLDC drive results
3.5. Dynamic transition between solar-PV to both grid/solar-PV feeding PMBLDC motor drive under power-sharing mode

Figure 9 (see Appendix) shows the results of dynamic transition between solar-PV to both grid/solar-PV feeds PMBLDC drive under power-sharing mode. In this case, initially solar-PV is solely feeding the requisite rated energy to PMBLDC motor for driving the pumping system. Due to sudden variations in irradiance, the irradiance suddenly changes from S-1000 W/m² to S-500 W/m² at a time of t-0.25 sec, at this time period the solar-PV is not able to feed the rated capacity of PMBLDC motor. During this period, the grid delivers required energy to PMBLDC drive is shown in Figure 9(a), and before t-0.25 sec no power consumption from grid is shown in Figure 9(b). After time t-0.25 sec, the required power is delivered by grid producing the current of nearly 4.5 A which shows the in-phase with voltage of 230 V and maintains DC voltage is maintained as constant of 270 V, respectively. Based on, obtained grid power feeding the PMBLDC is rotated at its rated speed of 3000 rpm, with stator current of 4.5A and the trapezoidal back emf of 200 V, the electromagnetic torque reaches the load torque with a value of 5 Nm respectively as shown in Figure 9(c). The total harmonic distortion (THD) value of grid current while using traditional PI-UVC, FL-UVC and proposed HFL-UVC techniques are measured with a value of 3.87%, 2.05%, 1.59%, respectively is shown in Figure 9 (d)-(f). The THD of grid current in proposed HFL-UVC technique is well within IEEE-519/2014 standards. THD comparison and graphical view of grid currents in traditional PI-UVC, FL-UVC, and proposed HFL-UVC techniques fed PMBLDC motor drive is illustrated in Table 3 and Figure 10.

Figure 11 shows the rotor speed of PMBLDC motor in traditional PI-UVC, FL-UVC, and proposed HFL-UVC techniques, the time domain specifications of PMBLDC motor in traditional PI-UVC, FL-UVC, and proposed HFL-UVC techniques is illustrated in Table 4. It represents the proposed HFL-UVC technique requires very low delay-time, less rise-time/peak time, low peak-overshoots and reduced settling time over the traditional PI-UVC and FL-UVC techniques. The proposed HFL-UVC techniques recommends the highly stability performance under various operating conditions in solar-PV/grid integrated pumping system.

Table 3. THD comparison of grid currents in traditional PI-UVC, FL-UVC, and proposed HFL-UVC techniques fed PMBLDC motor drive

<table>
<thead>
<tr>
<th>THD (%)</th>
<th>Grid Current</th>
</tr>
</thead>
<tbody>
<tr>
<td>PI-UVC Technique</td>
<td>3.87%</td>
</tr>
<tr>
<td>FL-UVC Technique</td>
<td>2.05%</td>
</tr>
<tr>
<td>Proposed HFL-UVC Technique</td>
<td>1.59%</td>
</tr>
</tbody>
</table>

Table 4. Time domain specifications of PMBLDC motor in traditional PI-UVC, FL-UVC, and proposed HFL-UVC techniques

<table>
<thead>
<tr>
<th>Domain Specifications</th>
<th>Delay Time (t_d) in sec</th>
<th>Rise Time (t_r) in sec</th>
<th>Peak Time (t_p) in sec</th>
<th>% Peak Overshoot (Ω)</th>
<th>Settling Time for (t_s) in sec</th>
</tr>
</thead>
<tbody>
<tr>
<td>PI-UVC Technique</td>
<td>0.058 s</td>
<td>0.079 s</td>
<td>0.088 s</td>
<td>3%</td>
<td>0.14 s</td>
</tr>
<tr>
<td>FL-UVC Technique</td>
<td>0.009 s</td>
<td>0.03 s</td>
<td>0.048 s</td>
<td>1.25%</td>
<td>0.052 s</td>
</tr>
<tr>
<td>Proposed HFL-UVC Technique</td>
<td>0.003 s</td>
<td>0.01 s</td>
<td>0.018 s</td>
<td>0.5%</td>
<td>0.023 s</td>
</tr>
</tbody>
</table>

Figure 10. Graphical view of grid currents in traditional PI-UVC, FL-UVC, and proposed HFL-UVC techniques fed PMBLDC motor drive
4. CONCLUSION

The efficient design and performance of proposed HFL-UVC controlled solar-PV/grid integrated PMBLDC motor drive fed water pumping system has been validated under several operating conditions. The proposed HFL-UVC regulates the bidirectional power-flow and also maintaining the constant DC voltage enables the flexible utilization of solar-PV or grid energy to make continuous functioning of pumping system under cloudy or bad-weather conditions. Along with feasible operating functions, the HFL-UVC technique enhances the THD profile of grid current and it is well within IEEE-519/2014 standards. By using the proposed HFL-UVC technique, attains very low delay-time, less rise-time/peak time, low peak-overshoots and reduced settling time over the traditional PI-UVC and FL-UVC techniques. When pumping system is not in operational; but the solar-PV is in running condition, the generated power is distributed directly to utility-grid which gives extra income source to consumers, farmers by delivering available solar-power into utility-grid.

APPENDIX

Figure 11. Rotor speed of PMBLDC motor in traditional PI-UVC, FL-UVC, and proposed HFL-UVC techniques

Figure 9. Results of dynamic transition between solar-PV to both grid/solar-PV feeding PMBLDC motor drive under power-sharing mode: (a) solar-PV results
A novel hybrid-fuzzy logic based UVC technique for solar-PV/grid ... (Pidatala Prabhakara Sharma)

Figure 9. Results of dynamic transition between solar-PV to both grid/solar-PV feeding PMBLDC motor drive under power-sharing mode: (b) utility-grid results, (c) PMBLDC drive results, and (d) grid current THD in traditional PI-UVC (continued)
Figure 9. Results of dynamic transition between solar-PV to both grid/solar-PV feeding PMBLDC motor drive under power-sharing mode: (e) grid current THD in traditional FL-UVC and (f) grid current THD in proposed HFL-UVC (continued)

REFERENCES


Int J Appl Power Eng


Applications in Rural areas,” in Proc. International Conference on Intelligent Controller and Computing for Smart Power, ICICCSP 2022, pp. 1–6, doi: 10.1109/ICICCSP53532.2022.9862509.


BIOGRAPHIES OF AUTHORS

Pidatala Prabhakara Sharma received obtained his B.Tech. in EEE from KLCE, AP, India. He completed his Master of Technology in High Voltage Engineering from University College of Engineering, JNTUK- Kakinada, AP, India and pursuing Ph.D. in Andhra University. He is currently working as Associate Professor in Electrical and Electronics Engineering Department in Kallam Haranadhareddy Institute of Technology, Guntur, AP, India, since 2013. He published more than 20 papers in international journals and conferences. He filed three patents. His area of interest includes electrical machines, HVDC, AC-DC power flows, and soft computing techniques. He can be contacted at email: prabhakarasharma@gmail.com.

Lingineni Shannukha Rao received Ph.D. from Jawaharlal Nehru Technological University Hyderabad (JNTUH), Hyderabad, India in 2016 and M.Tech. in Electrical Power Engineering from Jawaharlal Nehru Technological University (J.N.T.U), Hyderabad, A.P., India in 2006. At Present he is working as Professor and Head of the Department Electrical and Electronics Engineering at Kallam Haranadhareddy Institute of Engineering and Technology, Guntur, A.P., India. He authored four books and published more than 25 research papers in international journals and conferences. His research interests include power system modeling and control, renewable energy sources and soft computing techniques. He can be contacted at email: lsrlingineni@gmail.com.

Moparthi Ranjith Kumar obtained his B.Tech. in Electrical and Electronics Engineering from R V R & J C College of Engineering, AP, India. He completed Master of Engineering in Power Systems and Automation from Andhra University college of Engineering, Andhra University. He is pursuing Ph.D. from Acharya Nagarjuna University, Guntur. His area of interest includes renewable energy sources, power quality, and facts devices. He can be contacted at email: ranjithkumarmoparthi@gmail.com.

Malineni Vidurasri is an Under Graduate student studying IV B.Tech. Electrical and Electronics Engineering from Kallam Haranadharesddy Institute of Engineering and Technology, Guntur, A.P., India. She is one of the topper at the college level who got meritorious scholarship and won many prizes in the technical events held at intra and inter college level. Her research interests include renewable energy sources. She can be contacted at email: vidurasrimalineni2@gmail.com.